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TEST REPORT

14-November-2017 Intertek Report No. 1004837762PLS-001
Intertek Project No, GIN # (G103281179)

Gerald P Hunt Ph: 317-374-2957

Carrier Corporation
7310 West Morris Street, Indianapolis, IN 46231
Gerald.p.hunt@carrier.utc.com

Subject: OpenADR 2.0a VEN-HTTP Pull test results of the COR 5, COR 7 vV2.0.7

Dear Mr. Gerald P Hunt,

This test report for the COR 5, COR 7 V2.0.7 represents the results of our evaluation of the above
referenced product(s) to the requirements contained in the following standards:

METHODS

' DESCRIPTION OF TEST METHODS AND STANDARDS
OpenADR 2.0a VEN- HTTP Pull

SAMPLES PROVIDED
| SAMPLE # SAMPLE RECEIVED SERIAL # DATE  CONDITION
Sample
Remote
Desktop
Connection

TESTED <13-November-2017>

This report is for the exclusive use of Intertek's Client and is provided pursuant to the agreement between Intertek and its Cllent. Intertek's
responsibility and liability are limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the
Client In accordance with the agreement, for any loss, expense or damage occasioned by the use of this report. Only the Client is authorized to
permit copying or distribution of this report and then only in its entlrety. Any use of the Intertek name or one of its marks for the sale or
advertisement of the tested material, product or service must first be approved in writing by Intertek. The observations and test results n this
report are relevant only to the sample tested. This report by itself does not Imply that the material, product, or service Is or has ever been
under an intertek certification program.
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Test Case Name
E1 0020 TH VTN
Et 0040 TH VTN
El 0060 TH VTN
El 0070 TH VTN
El 0082 TIf VTN
El 0086 TH VTN
El 0090 TII VTN
El 0092 TH VTN
El 0094 TH VTN
El 0096 TH VTN
E!l 0098 TH VTN
El 0100 TH VTN
El 0102 TH VTN
El 0104 TH VTN
£l 0110 TH VTN
El_0130_TH_VTN
El 0i80 TH VTN
El 0190 TH VTN
E1 0200 TH VTN
El 0285 TH VTN
E1_0292 TII_ VTN
E! 0297 TH VTN
EL_06300_TH_VTN
El1 0310 TH VTN

E1_ 0320 TH VTN

Result

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS
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Log
View Log TraceLog 111317 112048 0§7.txt
View Log TraceLog 111317 112324 101.1x1
View Log TraceLog 111317 112426 947.txt
View Log TraceLog 111317 112620 618.1xt
View Log TraceLog 111317 112849 906.txt
View Log TraceLog 111317 112927 364.txt
View Log Tracelog 111317 _113101 343 txt
View Log TraceLog F11317 113206 043 .axt
View Log TraceLog 111317 113301 122.1xt
View Log Tracelog 111317 113339 057.1xt
View Log Tracelog 111317 113433 472.4x1
View Log TraccLog 111317 113522 082.1xt
View Log TraccLog _111317_113612_070.xt
View Log TraceLog_111317_113705_144.txt
View Log TraceLog_111317_113747_529.txt
View Log TraceLog_111317_113821_103.txt
View Log TraceLog_111317_113902_376.txt
View Log Tracelog 111317 _114142_179.1x1
View Log TraceLog_111317_115552_907.txt
View Log TraceLog 111317 _121531_709.tx1
View Log TraceLog_111317_121615_119.1x1
View Log TraceLog_111317_121648_746.1xt
View Log TraceLog_111317_121844_425.4x1
View Log TraceLog 111317_121916_E55.txt

View Log TraceLog 111317_122332_584.1xt
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El 0340 TH VTN || PASS View Log TraccLog F11317_122411 362.1xt
El 0345 TH VTN || PASS View Log TraceLog 111317_122514 403 .1xt
E1L 0360 TH VTN | PASS View Log Tracelog 111317 122602 702.axt
E1 0384 TH VTN | PASS View Log TraceLog 111317_122745 096.txt
E1 0390 TH VTN | PASS View Log TraceLog 111317 122846 903 txt
E1 0392 TH VTN || PASS View Log TraceLog 111317 122937 769.tx1
S1 1400 TH VTN | PASS View Log TraceLog 111317 123436 318.txt
S1 1405 TH VTN || PASS View Log TraceLog 111317 123736_579.1xt
EI_02I0_TH_VTN || PASS View Log TraceLog 111317 125058 276.txt
El 0220 TH VTN || PASS View Log TraceLog 111317 125805 822.xt
El1 0230 TH VTN || PASS View Log TraceLog 111317 130234 _840.1xt
Ei 0240 TH VTN || PASS View Log TraccLog 111317 130652 869.txt
El 0250 TH VTN || PASS View Log TraceLog 111317 131323 693.1x1
E1_0370_TH_VTN || PASS View Log TraceLog_111317_131751_035.1xt
E1_0280_ TH_VTN || PASS View Log TraceLog_111317_132119_401.axt
E1_0260_TH_VTN || PASS View Log TraceLog_111317_134858_616.txt
E1_0260_TH_VTN || PASS View Log TraccLog_111317_135341_865.txt
Ei_0260_TH_VTN || PASS View Log TraceLog_111317_135724_345.txt
E1_0262_TH_VTN || PASS View Log Tracelog_U11317_141411_231.tx1
E1_0267_TH_VTN || PASS View Log TraccLog_111317_143325_053.txt
E1_0262_TH_VTN = PASS View Log Tracelog_111317_144039_677.0xt
E1_0262_TH_VTN | PASS View Log TraceLog_111317_144909_093.1xt
E1_0267_TH_VTN || PASS View Log TraceLog_111317_145725_0006.txt
E1_0267_TH_VTN || PASS View Log TraceLog_111317_150327_198.1xt
EI_0268_TH_VTN || PASS View Log TraceLog_111317_150947_096.txt

E1_0268_TH_VTN | PASS | View Log TraceLog_111317_151542_85.txt
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El_0268 TH VTN | PASS View Log Tracebog 111317 152114 125.1xt

E1_0270_TH_VTN || PASS View Log TraceLog 111317 _152712_382.axt

REPORT AUTHORIZED

( /12
Florencio Ponce_;‘éb;,ﬂ,}fﬁ R Ricardo Mendoza Jr

Engineer Reviewer
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