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2.0b Profile: 

Test 1: 2.0b VEN – HTTP Pull – Doosan GridTech, Inc. - OpenADR VEN Software Stack v1.0 – PASSED 
 
Test 2: 2.0b VEN – HTTP Push – Doosan GridTech, Inc. - OpenADR VEN Software Stack v1.0 – PASSED 
 
Test 3: 2.0b VEN – XMPP Push – Doosan GridTech, Inc. - OpenADR VEN Software Stack v1.0 – PASSED 
 
 

 

 

 

 

 

 

 

OpenADR Test Report 
Date:  12/7/2016 

Supplier Name: Doosan GridTech, Inc. 
Address: 615 2nd Avenue, Suite 620, Seattle, WA 98104 

Phone: 1.888.452.7715 
Email: DoosanGridTechInfo@Doosan.com  

 

Test Overview  

 
This report is a summary of all testing activities and makes use of several other documents which will 
be included as part of the Final Report package. 

 
 

 

 

 

Test Method: VEN 

Product Name: OpenADR VEN Software Stack 

Product Model Number: n/a 

Firmware Version: 1.0 

Profile: 2.0B 

Test Harness: v1.1.0 

Test Environment: Remote Connection
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Test Results 

 
2.0b VEN HTTP Pull Results: 
 

Test Case Name Result Log 

N1_0010_TH_VTN_1 PASS View Log TraceLog_112316_134245_443.txt  

N1_0080_TH_VTN_1 NA View Log TraceLog_112316_134959_552.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_112316_135035_224.txt  

N1_0015_TH_VTN_1 PASS View Log TraceLog_112316_135227_880.txt  

N1_0050_TH_VTN_1 PASS View Log TraceLog_112316_135440_818.txt  

N1_0010_TH_VTN_1 PASS View Log TraceLog_112316_140306_802.txt  

N1_0060_TH_VTN_1 PASS View Log TraceLog_112316_140619_375.txt  

N1_0065_TH_VTN_1 PASS View Log TraceLog_112316_141107_062.txt  

N1_0040_TH_VTN_1 PASS View Log TraceLog_112316_145951_015.txt  

N1_0025_TH_VTN_1 PASS View Log TraceLog_112316_150140_078.txt  

N1_0070_TH_VTN_1 PASS View Log TraceLog_112316_150400_015.txt  

R1_3010_TH_VTN_1 PASS View Log TraceLog_112816_090713_590.txt  

R1_3020_TH_VTN_1 PASS View Log TraceLog_112816_090825_434.txt  

R1_3025_TH_VTN_1 PASS View Log TraceLog_112816_092135_653.txt  

R1_3027_TH_VTN_1 PASS View Log TraceLog_112816_092519_856.txt  

R1_3030_TH_VTN_1 PASS View Log TraceLog_112816_093412_309.txt  

R1_3040_TH_VTN_1 PASS View Log TraceLog_112816_094559_871.txt  

R1_3045_TH_VTN_1 PASS View Log TraceLog_112816_095210_371.txt  

R1_3070_TH_VTN_1 PASS View Log TraceLog_112816_095434_184.txt  

R1_3080_TH_VTN_1 PASS View Log TraceLog_112816_100306_637.txt  

R1_3150_TH_VTN_1 PASS View Log TraceLog_112816_110104_137.txt  

R1_3160_TH_VTN_1 PASS View Log TraceLog_112816_110312_309.txt  
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R1_3170_TH_VTN_1 PASS View Log TraceLog_112816_110803_246.txt  

R1_3180_TH_VTN_1 PASS View Log TraceLog_112816_111110_293.txt  

R1_3190_TH_VTN_1 PASS View Log TraceLog_112816_111250_606.txt  

P1_2010_TH_VTN_1 PASS View Log TraceLog_112816_112332_340.txt  

P1_2015_TH_VTN_1 PASS View Log TraceLog_112816_112534_340.txt  

P1_2020_TH_VTN_1 PASS View Log TraceLog_112816_113151_590.txt  

P1_2030_TH_VTN_1 PASS View Log TraceLog_112816_113317_184.txt  

P1_2040_TH_VTN_1 PASS View Log TraceLog_112816_113440_903.txt  

P1_2050_TH_VTN_1 NA View Log TraceLog_112816_113609_012.txt  

A_E1_0020_TH_VTN_1 PASS View Log TraceLog_112816_114348_246.txt  

A_E1_0040_TH_VTN_1 PASS View Log TraceLog_112816_114533_543.txt  

A_E1_0060_TH_VTN_1 PASS View Log TraceLog_112816_114710_700.txt  

A_E1_0070_TH_VTN_1 PASS View Log TraceLog_112816_114920_590.txt  

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_112816_115110_637.txt  

A_E1_0086_TH_VTN_1 PASS View Log TraceLog_112816_115438_153.txt  

A_E1_0090_TH_VTN_1 PASS View Log TraceLog_112816_115650_918.txt  

A_E1_0092_TH_VTN_1 PASS View Log TraceLog_112816_115924_512.txt  

A_E1_0094_TH_VTN_1 PASS View Log TraceLog_112816_120113_309.txt  

A_E1_0096_TH_VTN_1 PASS View Log TraceLog_112816_120307_059.txt  

A_E1_0098_TH_VTN_1 PASS View Log TraceLog_112816_120558_950.txt  

A_E1_0100_TH_VTN_1 PASS View Log TraceLog_112816_120815_450.txt  

A_E1_0102_TH_VTN_1 PASS View Log TraceLog_112816_121656_606.txt  

A_E1_0104_TH_VTN_1 PASS View Log TraceLog_112816_121944_481.txt  

A_E1_0110_TH_VTN_1 PASS View Log TraceLog_112816_122641_606.txt  

A_E1_0130_TH_VTN_1 PASS View Log TraceLog_112816_122831_090.txt  

A_E1_0180_TH_VTN_1 PASS View Log TraceLog_112816_123006_700.txt  
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A_E1_0190_TH_VTN_1 PASS View Log TraceLog_112816_123344_325.txt  

A_E1_0200_TH_VTN_1 PASS View Log TraceLog_112816_123830_043.txt  

A_E1_0210_TH_VTN_1 PASS View Log TraceLog_112816_124244_434.txt  

A_E1_0220_TH_VTN_1 PASS View Log TraceLog_112816_125446_887.txt  

A_E1_0230_TH_VTN_1 PASS View Log TraceLog_112816_130430_746.txt  

A_E1_0240_TH_VTN_1 PASS View Log TraceLog_112816_131215_856.txt  

A_E1_0250_TH_VTN_1 PASS View Log TraceLog_112816_131512_543.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_132559_231.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_133402_371.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_133848_184.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_134350_965.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_140040_903.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_140627_403.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_143729_184.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_144342_918.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_145742_668.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_150453_950.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_150956_340.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_151811_950.txt  

A_E1_0270_TH_VTN_1 PASS View Log TraceLog_112816_152526_262.txt  

A_E1_0280_TH_VTN_1 PASS View Log TraceLog_112816_153219_856.txt  

A_E1_0300_TH_VTN_1 PASS View Log TraceLog_112816_153526_450.txt  

A_E1_0310_TH_VTN_1 PASS View Log TraceLog_112816_153635_559.txt  

A_E1_0340_TH_VTN_1 PASS View Log TraceLog_112816_153906_590.txt  

A_E1_0345_TH_VTN_1 PASS View Log TraceLog_112816_154607_700.txt  

A_E1_0360_TH_VTN_1 PASS View Log TraceLog_112816_154820_621.txt  
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A_E1_0370_TH_VTN_1 PASS View Log TraceLog_112816_155009_246.txt  

A_E1_0390_TH_VTN_1 PASS View Log TraceLog_112816_155332_028.txt  

A_E1_0392_TH_VTN_1 PASS View Log TraceLog_112816_155447_231.txt  

E1_1010_TH_VTN_1 PASS View Log TraceLog_112816_155650_684.txt  

E1_1020_TH_VTN_1 PASS View Log TraceLog_112816_155741_950.txt  

E1_1025_TH_VTN_1 PASS View Log TraceLog_112816_155844_481.txt  

E1_1027_TH_VTN_1 PASS View Log TraceLog_112916_082753_168.txt  

E1_1030_TH_VTN_1 PASS View Log TraceLog_112916_082931_043.txt  

E1_1040_TH_VTN_1 PASS View Log TraceLog_112916_083056_481.txt  

E1_1050_TH_VTN_1 PASS View Log TraceLog_112916_083645_590.txt  

E1_1055_TH_VTN_1 PASS View Log TraceLog_112916_083822_809.txt  

E1_1060_TH_VTN_1 PASS View Log TraceLog_112916_083937_293.txt  

E1_1065_TH_VTN_1 NA View Log TraceLog_112916_084214_840.txt  

E1_1070_TH_VTN_1 PASS View Log TraceLog_112916_084243_371.txt  

E1_1080_TH_VTN_1 PASS View Log TraceLog_112916_084333_543.txt  

E1_1090_TH_VTN_1 PASS View Log TraceLog_112916_084457_106.txt  

G1_4005_TH_VTN_1 PASS View Log TraceLog_112916_084914_684.txt  

G1_4007_TH_VTN_1 PASS View Log TraceLog_112916_085215_153.txt  

G1_4010_TH_VTN_1 PASS View Log TraceLog_112916_085546_090.txt  

G1_4012_TH_VTN_1 PASS View Log TraceLog_112916_085729_496.txt  

G1_4015_TH_VTN_1 PASS View Log TraceLog_112916_085843_325.txt  

G1_4030_TH_VTN_1 PASS View Log TraceLog_112916_090013_262.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_120616_091910_390.txt  

N1_0030_TH_VTN_1 PASS View Log TraceLog_120616_092021_062.txt  

R1_3090_TH_VTN_1 PASS View Log TraceLog_120616_151124_765.txt  

R1_3100_TH_VTN_1 PASS View Log TraceLog_120616_152141_671.txt  
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2.0b VEN Push Results: 
 

Test Case Name Result Log 

N1_0010_TH_VTN_1 PASS View Log TraceLog_112316_134245_443.txt  

N1_0080_TH_VTN_1 NA View Log TraceLog_112316_134959_552.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_112316_135035_224.txt  

N1_0015_TH_VTN_1 PASS View Log TraceLog_112316_135227_880.txt  

N1_0050_TH_VTN_1 PASS View Log TraceLog_112316_135440_818.txt  

N1_0010_TH_VTN_1 PASS View Log TraceLog_112316_140306_802.txt  

N1_0060_TH_VTN_1 PASS View Log TraceLog_112316_140619_375.txt  

N1_0065_TH_VTN_1 PASS View Log TraceLog_112316_141107_062.txt  

N1_0040_TH_VTN_1 PASS View Log TraceLog_112316_145951_015.txt  

N1_0025_TH_VTN_1 PASS View Log TraceLog_112316_150140_078.txt  

N1_0070_TH_VTN_1 PASS View Log TraceLog_112316_150400_015.txt  

R1_3010_TH_VTN_1 PASS View Log TraceLog_112816_090713_590.txt  

R1_3020_TH_VTN_1 PASS View Log TraceLog_112816_090825_434.txt  

R1_3025_TH_VTN_1 PASS View Log TraceLog_112816_092135_653.txt  

R1_3027_TH_VTN_1 PASS View Log TraceLog_112816_092519_856.txt  

R1_3030_TH_VTN_1 PASS View Log TraceLog_112816_093412_309.txt  

R1_3040_TH_VTN_1 PASS View Log TraceLog_112816_094559_871.txt  

R1_3045_TH_VTN_1 PASS View Log TraceLog_112816_095210_371.txt  

R1_3070_TH_VTN_1 PASS View Log TraceLog_112816_095434_184.txt  

R1_3080_TH_VTN_1 PASS View Log TraceLog_112816_100306_637.txt  

R1_3150_TH_VTN_1 PASS View Log TraceLog_112816_110104_137.txt  

R1_3160_TH_VTN_1 PASS View Log TraceLog_112816_110312_309.txt  

R1_3170_TH_VTN_1 PASS View Log TraceLog_112816_110803_246.txt  
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R1_3180_TH_VTN_1 PASS View Log TraceLog_112816_111110_293.txt  

R1_3190_TH_VTN_1 PASS View Log TraceLog_112816_111250_606.txt  

P1_2010_TH_VTN_1 PASS View Log TraceLog_112816_112332_340.txt  

P1_2015_TH_VTN_1 PASS View Log TraceLog_112816_112534_340.txt  

P1_2020_TH_VTN_1 PASS View Log TraceLog_112816_113151_590.txt  

P1_2030_TH_VTN_1 PASS View Log TraceLog_112816_113317_184.txt  

P1_2040_TH_VTN_1 PASS View Log TraceLog_112816_113440_903.txt  

P1_2050_TH_VTN_1 NA View Log TraceLog_112816_113609_012.txt  

A_E1_0020_TH_VTN_1 PASS View Log TraceLog_112816_114348_246.txt  

A_E1_0040_TH_VTN_1 PASS View Log TraceLog_112816_114533_543.txt  

A_E1_0060_TH_VTN_1 PASS View Log TraceLog_112816_114710_700.txt  

A_E1_0070_TH_VTN_1 PASS View Log TraceLog_112816_114920_590.txt  

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_112816_115110_637.txt  

A_E1_0086_TH_VTN_1 PASS View Log TraceLog_112816_115438_153.txt  

A_E1_0090_TH_VTN_1 PASS View Log TraceLog_112816_115650_918.txt  

A_E1_0092_TH_VTN_1 PASS View Log TraceLog_112816_115924_512.txt  

A_E1_0094_TH_VTN_1 PASS View Log TraceLog_112816_120113_309.txt  

A_E1_0096_TH_VTN_1 PASS View Log TraceLog_112816_120307_059.txt  

A_E1_0098_TH_VTN_1 PASS View Log TraceLog_112816_120558_950.txt  

A_E1_0100_TH_VTN_1 PASS View Log TraceLog_112816_120815_450.txt  

A_E1_0102_TH_VTN_1 PASS View Log TraceLog_112816_121656_606.txt  

A_E1_0104_TH_VTN_1 PASS View Log TraceLog_112816_121944_481.txt  

A_E1_0110_TH_VTN_1 PASS View Log TraceLog_112816_122641_606.txt  

A_E1_0130_TH_VTN_1 PASS View Log TraceLog_112816_122831_090.txt  

A_E1_0180_TH_VTN_1 PASS View Log TraceLog_112816_123006_700.txt  

A_E1_0190_TH_VTN_1 PASS View Log TraceLog_112816_123344_325.txt  
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A_E1_0200_TH_VTN_1 PASS View Log TraceLog_112816_123830_043.txt  

A_E1_0210_TH_VTN_1 PASS View Log TraceLog_112816_124244_434.txt  

A_E1_0220_TH_VTN_1 PASS View Log TraceLog_112816_125446_887.txt  

A_E1_0230_TH_VTN_1 PASS View Log TraceLog_112816_130430_746.txt  

A_E1_0240_TH_VTN_1 PASS View Log TraceLog_112816_131215_856.txt  

A_E1_0250_TH_VTN_1 PASS View Log TraceLog_112816_131512_543.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_132559_231.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_133402_371.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_112816_133848_184.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_134350_965.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_140040_903.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_112816_140627_403.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_143729_184.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_144342_918.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_112816_145742_668.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_150453_950.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_150956_340.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_112816_151811_950.txt  

A_E1_0270_TH_VTN_1 PASS View Log TraceLog_112816_152526_262.txt  

A_E1_0280_TH_VTN_1 PASS View Log TraceLog_112816_153219_856.txt  

A_E1_0300_TH_VTN_1 PASS View Log TraceLog_112816_153526_450.txt  

A_E1_0310_TH_VTN_1 PASS View Log TraceLog_112816_153635_559.txt  

A_E1_0340_TH_VTN_1 PASS View Log TraceLog_112816_153906_590.txt  

A_E1_0345_TH_VTN_1 PASS View Log TraceLog_112816_154607_700.txt  

A_E1_0360_TH_VTN_1 PASS View Log TraceLog_112816_154820_621.txt  

A_E1_0370_TH_VTN_1 PASS View Log TraceLog_112816_155009_246.txt  
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A_E1_0390_TH_VTN_1 PASS View Log TraceLog_112816_155332_028.txt  

A_E1_0392_TH_VTN_1 PASS View Log TraceLog_112816_155447_231.txt  

E1_1010_TH_VTN_1 PASS View Log TraceLog_112816_155650_684.txt  

E1_1020_TH_VTN_1 PASS View Log TraceLog_112816_155741_950.txt  

E1_1025_TH_VTN_1 PASS View Log TraceLog_112816_155844_481.txt  

E1_1027_TH_VTN_1 PASS View Log TraceLog_112916_082753_168.txt  

E1_1030_TH_VTN_1 PASS View Log TraceLog_112916_082931_043.txt  

E1_1040_TH_VTN_1 PASS View Log TraceLog_112916_083056_481.txt  

E1_1050_TH_VTN_1 PASS View Log TraceLog_112916_083645_590.txt  

E1_1055_TH_VTN_1 PASS View Log TraceLog_112916_083822_809.txt  

E1_1060_TH_VTN_1 PASS View Log TraceLog_112916_083937_293.txt  

E1_1065_TH_VTN_1 NA View Log TraceLog_112916_084214_840.txt  

E1_1070_TH_VTN_1 PASS View Log TraceLog_112916_084243_371.txt  

E1_1080_TH_VTN_1 PASS View Log TraceLog_112916_084333_543.txt  

E1_1090_TH_VTN_1 PASS View Log TraceLog_112916_084457_106.txt  

G1_4005_TH_VTN_1 PASS View Log TraceLog_112916_084914_684.txt  

G1_4007_TH_VTN_1 PASS View Log TraceLog_112916_085215_153.txt  

G1_4010_TH_VTN_1 PASS View Log TraceLog_112916_085546_090.txt  

G1_4012_TH_VTN_1 PASS View Log TraceLog_112916_085729_496.txt  

G1_4015_TH_VTN_1 PASS View Log TraceLog_112916_085843_325.txt  

G1_4030_TH_VTN_1 PASS View Log TraceLog_112916_090013_262.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_120616_091910_390.txt  

N1_0030_TH_VTN_1 PASS View Log TraceLog_120616_092021_062.txt  

R1_3090_TH_VTN_1 PASS View Log TraceLog_120616_151124_765.txt  

R1_3100_TH_VTN_1 PASS View Log TraceLog_120616_152141_671.txt  

 
 


