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6-June-2018 Intertek Report No. 18040236JMA-001 
 Intertek Project No.  JY18040236-905 
 
Mr. Toshiyuki Odaka Ph: 81-3-6657-5453 
Eneres Co., Ltd.  
14F Ochanomizu First Bldg., 2-5-1 Kandasurugadai, Chiyoda-ku, Tokyo 101-0062, Japan  
t.odaka@eneres.co.jp  
 
 

Subject:  OPENADR 2.0B VEN – HTTP PULL & PUSH – ENERES - VEN V2.0 - PASSED 
 
 
 
Dear Mr. Toshiyuki Odaka, 
 

This test report for the ENERES-VEN V2.0 represents the results of our evaluation of the above 
referenced product(s) to the requirements contained in the following standards: 
 
METHODS  
 

DESCRIPTION OF TEST METHODS AND STANDARDS 

OpenADR 2.0b VEN- HTTP Pull & Push (Specification 1.1) 

Test Harness Version 1.1.2 

 

 

 
SAMPLES PROVIDED  
 

SAMPLE # SAMPLE RECEIVED SERIAL # DATE CONDITION 

Sample      

 Customer PC    

     

 
 
 

TESTED   <28-May-2018 to 29-May-2018 >    
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VEN PULL RESULTS 

 

Test Case Name Result Log 

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_052818_110912_362.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_052818_111447_764.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_052818_112025_123.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_052818_112815_673.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_052818_113409_626.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_052818_113925_466.txt  

A_E1_0280_TH_VTN_1 PASS View Log TraceLog_052818_114526_147.txt  

E1_1010_TH_VTN_1 PASS View Log TraceLog_052818_114722_088.txt  

E1_1020_TH_VTN_1 PASS View Log TraceLog_052818_114808_460.txt  

E1_1025_TH_VTN_1 PASS View Log TraceLog_052818_114902_990.txt  

E1_1027_TH_VTN_1 PASS View Log TraceLog_052818_114952_617.txt  

E1_1030_TH_VTN_1 PASS View Log TraceLog_052818_115045_544.txt  

E1_1040_TH_VTN_1 PASS View Log TraceLog_052818_115139_301.txt  

E1_1050_TH_VTN_1 PASS View Log TraceLog_052818_115335_310.txt  

E1_1055_TH_VTN_1 PASS View Log TraceLog_052818_115433_473.txt  

E1_1060_TH_VTN_1 PASS View Log TraceLog_052818_115615_272.txt  

E1_1065_TH_VTN_1 NA View Log TraceLog_052818_115713_058.txt  

E1_1070_TH_VTN_1 PASS View Log TraceLog_052818_115728_404.txt  

E1_1080_TH_VTN_1 PASS View Log TraceLog_052818_115819_287.txt  

E1_1090_TH_VTN_1 PASS View Log TraceLog_052818_115908_149.txt  

A_E1_0020_TH_VTN_1 PASS View Log TraceLog_052818_130041_295.txt  

A_E1_0040_TH_VTN_1 PASS View Log TraceLog_052818_130144_877.txt  

A_E1_0060_TH_VTN_1 PASS View Log TraceLog_052818_130230_228.txt  
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Test Case Name Result Log 

A_E1_0070_TH_VTN_1 PASS View Log TraceLog_052818_130326_370.txt  

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_052818_130413_901.txt  

A_E1_0086_TH_VTN_1 PASS View Log TraceLog_052818_130505_576.txt  

A_E1_0090_TH_VTN_1 PASS View Log TraceLog_052818_130600_332.txt  

A_E1_0092_TH_VTN_1 PASS View Log TraceLog_052818_130659_886.txt  

A_E1_0094_TH_VTN_1 PASS View Log TraceLog_052818_130812_456.txt  

A_E1_0096_TH_VTN_1 PASS View Log TraceLog_052818_130903_267.txt  

A_E1_0098_TH_VTN_1 PASS View Log TraceLog_052818_131011_386.txt  

A_E1_0100_TH_VTN_1 PASS View Log TraceLog_052818_131107_862.txt  

A_E1_0102_TH_VTN_1 PASS View Log TraceLog_052818_131209_576.txt  

A_E1_0104_TH_VTN_1 PASS View Log TraceLog_052818_131304_112.txt  

A_E1_0110_TH_VTN_1 PASS View Log TraceLog_052818_131404_660.txt  

A_E1_0130_TH_VTN_1 PASS View Log TraceLog_052818_131449_952.txt  

A_E1_0180_TH_VTN_1 PASS View Log TraceLog_052818_131543_163.txt  

A_E1_0190_TH_VTN_1 PASS View Log TraceLog_052818_131647_672.txt  

A_E1_0200_TH_VTN_1 PASS View Log TraceLog_052818_132057_872.txt  

A_E1_0210_TH_VTN_1 PASS View Log TraceLog_052818_132419_963.txt  

A_E1_0220_TH_VTN_1 PASS View Log TraceLog_052818_132945_458.txt  

A_E1_0230_TH_VTN_1 PASS View Log TraceLog_052818_133436_976.txt  

A_E1_0240_TH_VTN_1 PASS View Log TraceLog_052818_134117_360.txt  

A_E1_0250_TH_VTN_1 PASS View Log TraceLog_052818_134328_851.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_052818_134630_417.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_052818_135251_190.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_052818_135939_532.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_052818_140437_995.txt  
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Test Case Name Result Log 

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_052818_141041_134.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_052818_141732_865.txt  

A_E1_0270_TH_VTN_1 PASS View Log TraceLog_052818_142240_083.txt  

A_E1_0285_TH_VTN_1 PASS View Log TraceLog_052818_142914_697.txt  

A_E1_0300_TH_VTN_1 PASS View Log TraceLog_052818_143006_278.txt  

A_E1_0310_TH_VTN_1 PASS View Log TraceLog_052818_143055_477.txt  

A_E1_0340_TH_VTN_1 PASS View Log TraceLog_052818_143209_510.txt  

A_E1_0345_TH_VTN_1 PASS View Log TraceLog_052818_143301_528.txt  

A_E1_0360_TH_VTN_1 PASS View Log TraceLog_052818_143347_750.txt  

A_E1_0370_TH_VTN_1 PASS View Log TraceLog_052818_143441_316.txt  

A_E1_0390_TH_VTN_1 PASS View Log TraceLog_052818_143756_645.txt  

A_E1_0392_TH_VTN_1 PASS View Log TraceLog_052818_143902_520.txt  

 

Test Case Name Result Log 

N1_0025_TH_VTN_1 PASS View Log TraceLog_052818_091750_127.txt  

N1_0030_TH_VTN_1 PASS View Log TraceLog_052818_091910_933.txt  

N1_0010_TH_VTN_1 PASS View Log TraceLog_052818_092154_604.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_052818_092245_117.txt  

N1_0015_TH_VTN_1 PASS View Log TraceLog_052818_092455_600.txt  

N1_0050_TH_VTN_1 PASS View Log TraceLog_052818_092816_984.txt  

N1_0040_TH_VTN_1 PASS View Log TraceLog_052818_092913_490.txt  

N1_0080_TH_VTN_1 NA View Log TraceLog_052818_093026_872.txt  

N1_0060_TH_VTN_1 PASS View Log TraceLog_052818_093427_172.txt  

N1_0065_TH_VTN_1 PASS View Log TraceLog_052818_093617_853.txt  

N1_0070_TH_VTN_1 PASS View Log TraceLog_052818_093731_989.txt  
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Test Case Name Result Log 

R1_3010_TH_VTN_1 PASS View Log TraceLog_052818_094247_104.txt  

R1_3020_TH_VTN_1 PASS View Log TraceLog_052818_094524_463.txt  

R1_3025_TH_VTN_1 PASS View Log TraceLog_052818_094917_428.txt  

R1_3027_TH_VTN_1 PASS View Log TraceLog_052818_095237_341.txt  

R1_3030_TH_VTN_1 PASS View Log TraceLog_052818_095621_331.txt  

R1_3040_TH_VTN_1 PASS View Log TraceLog_052818_095856_159.txt  

R1_3045_TH_VTN_1 PASS View Log TraceLog_052818_100011_366.txt  

R1_3050_TH_VTN_1 PASS View Log TraceLog_052818_100221_037.txt  

R1_3060_TH_VTN_1 PASS View Log TraceLog_052818_100343_894.txt  

R1_3070_TH_VTN_1 PASS View Log TraceLog_052818_100456_875.txt  

R1_3080_TH_VTN_1 PASS View Log TraceLog_052818_100723_784.txt  

R1_3090_TH_VTN_1 PASS View Log TraceLog_052818_100945_331.txt  

R1_3100_TH_VTN_1 PASS View Log TraceLog_052818_101225_118.txt  

R1_3120_TH_VTN_1 PASS View Log TraceLog_052818_101428_603.txt  

R1_3130_TH_VTN_1 PASS View Log TraceLog_052818_101551_776.txt  

R1_3140_TH_VTN_1 PASS View Log TraceLog_052818_101702_090.txt  

R1_3160_TH_VTN_1 PASS View Log TraceLog_052818_101931_237.txt  

R1_3170_TH_VTN_1 PASS View Log TraceLog_052818_102253_615.txt  

R1_3180_TH_VTN_1 PASS View Log TraceLog_052818_102427_376.txt  

R1_3190_TH_VTN_1 PASS View Log TraceLog_052818_102553_277.txt  

R1_3150_TH_VTN_1 PASS View Log TraceLog_052818_105044_059.txt  
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Test Case Name Result Log 

G1_4005_TH_VTN_1 PASS View Log TraceLog_052818_145851_526.txt  

G1_4007_TH_VTN_1 PASS View Log TraceLog_052818_150141_267.txt  

G1_4010_TH_VTN_1 PASS View Log TraceLog_052818_150831_701.txt  

G1_4012_TH_VTN_1 PASS View Log TraceLog_052818_151029_125.txt  

G1_4015_TH_VTN_1 PASS View Log TraceLog_052818_151127_023.txt  

G1_4030_TH_VTN_1 PASS View Log TraceLog_052818_151325_015.txt  

 

Test Case Name Result Log 

P1_2010_TH_VTN_1 PASS View Log TraceLog_052818_144412_418.txt  

P1_2015_TH_VTN_1 PASS View Log TraceLog_052818_144555_050.txt  

P1_2020_TH_VTN_1 PASS View Log TraceLog_052818_145115_544.txt  

P1_2030_TH_VTN_1 PASS View Log TraceLog_052818_145303_987.txt  

P1_2040_TH_VTN_1 PASS View Log TraceLog_052818_145420_862.txt  

P1_2050_TH_VTN_1 NA View Log TraceLog_052818_145544_960.txt  

 

VEN PUSH RESULTS 

 

Test Case Name Result Log 

A_E0_0267_TH_VTN_1 PASS View Log TraceLog_052818_154900_069.txt  

A_E0_0267_TH_VTN_1 PASS View Log TraceLog_052818_155400_329.txt  

A_E0_0267_TH_VTN_1 PASS View Log TraceLog_052818_155815_288.txt  

A_E0_0268_TH_VTN_1 PASS View Log TraceLog_052818_160248_647.txt  

A_E0_0268_TH_VTN_1 PASS View Log TraceLog_052818_160804_511.txt  

A_E0_0268_TH_VTN_1 PASS View Log TraceLog_052818_161220_978.txt  

A_E0_0280_TH_VTN_1 PASS View Log TraceLog_052818_161651_935.txt  
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Test Case Name Result Log 

E0_6010_TH_VTN PASS View Log TraceLog_052918_094054_014.txt  

E0_6020_TH_VTN PASS View Log TraceLog_052918_094126_980.txt  

E0_6025_TH_VTN PASS View Log TraceLog_052918_094209_542.txt  

E0_6027_TH_VTN PASS View Log TraceLog_052918_094251_572.txt  

E0_6030_TH_VTN PASS View Log TraceLog_052918_094334_433.txt  

E0_6040_TH_VTN PASS View Log TraceLog_052918_094427_532.txt  

E0_6050_TH_VTN_1 PASS View Log TraceLog_052918_094547_247.txt  

E0_6055_TH_VTN PASS View Log TraceLog_052918_094643_999.txt  

E0_6060_TH_VTN PASS View Log TraceLog_052918_094747_658.txt  

E0_6065_TH_VTN NA View Log TraceLog_052918_094852_397.txt  

E0_6070_TH_VTN PASS View Log TraceLog_052918_094915_193.txt  

E0_6080_TH_VTN PASS View Log TraceLog_052918_094955_244.txt  

E0_6090_TH_VTN PASS View Log TraceLog_052918_095034_017.txt  

A_E0_0020_TH_VTN_1 PASS View Log TraceLog_052918_095147_899.txt  

A_E0_0040_TH_VTN PASS View Log TraceLog_052918_095300_356.txt  

A_E0_0060_TH_VTN_1 PASS View Log TraceLog_052918_095344_664.txt  

A_E0_0070_TH_VTN_1 PASS View Log TraceLog_052918_095429_076.txt  

A_E0_0082_TH_VTN_1 PASS View Log TraceLog_052918_095523_336.txt  

A_E0_0086_TH_VTN_1 PASS View Log TraceLog_052918_095608_115.txt  

A_E0_0090_TH_VTN_1 PASS View Log TraceLog_052918_095701_325.txt  

A_E0_0092_TH_VTN_1 PASS View Log TraceLog_052918_095756_887.txt  

A_E0_0094_TH_VTN_1 PASS View Log TraceLog_052918_095858_494.txt  

A_E0_0096_TH_VTN PASS View Log TraceLog_052918_095952_981.txt  

A_E0_0098_TH_VTN_1 PASS View Log TraceLog_052918_100054_594.txt  

A_E0_0100_TH_VTN_1 PASS View Log TraceLog_052918_100153_342.txt  
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Test Case Name Result Log 

A_E0_0102_TH_VTN_1 PASS View Log TraceLog_052918_100248_129.txt  

A_E0_0104_TH_VTN_1 PASS View Log TraceLog_052918_100345_403.txt  

A_E0_0110_TH_VTN_1 PASS View Log TraceLog_052918_100439_359.txt  

A_E0_0130_TH_VTN_1 PASS View Log TraceLog_052918_100523_734.txt  

A_E0_0180_TH_VTN_1 PASS View Log TraceLog_052918_100609_388.txt  

A_E0_0185_TH_VTN_1 PASS View Log TraceLog_052918_100713_943.txt  

A_E0_0190_TH_VTN_1 PASS View Log TraceLog_052918_100800_807.txt  

A_E0_0200_TH_VTN_1 PASS View Log TraceLog_052918_101101_952.txt  

A_E0_0210_TH_VTN_1 PASS View Log TraceLog_052918_101332_440.txt  

A_E0_0220_TH_VTN_1 PASS View Log TraceLog_052918_101904_676.txt  

A_E0_0230_TH_VTN PASS View Log TraceLog_052918_102345_254.txt  

A_E0_0240_TH_VTN PASS View Log TraceLog_052918_103014_795.txt  

A_E0_0250_TH_VTN_1 PASS View Log TraceLog_052918_103200_883.txt  

A_E0_0260_TH_VTN_1 PASS View Log TraceLog_052918_103449_225.txt  

A_E0_0260_TH_VTN_1 PASS View Log TraceLog_052918_104103_753.txt  

A_E0_0260_TH_VTN_1 PASS View Log TraceLog_052918_104751_784.txt  

A_E0_0262_TH_VTN_1 PASS View Log TraceLog_052918_105352_470.txt  

A_E0_0262_TH_VTN_1 PASS View Log TraceLog_052918_110002_283.txt  

A_E0_0262_TH_VTN_1 PASS View Log TraceLog_052918_110533_759.txt  

A_E0_0270_TH_VTN_1 PASS View Log TraceLog_052918_111052_791.txt  

A_E0_0285_TH_VTN_1 PASS View Log TraceLog_052918_111722_350.txt  

A_E0_0300_TH_VTN_1 PASS View Log TraceLog_052918_111801_113.txt  

A_E0_0310_TH_VTN_1 PASS View Log TraceLog_052918_111837_305.txt  

A_E0_0340_TH_VTN_1 PASS View Log TraceLog_052918_111927_394.txt  

A_E0_0345_TH_VTN_1 PASS View Log TraceLog_052918_112014_243.txt  
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Test Case Name Result Log 

A_E0_0360_TH_VTN_1 PASS View Log TraceLog_052918_112106_440.txt  

A_E0_0370_TH_VTN_1 PASS View Log TraceLog_052918_112152_220.txt  

A_E0_0390_TH_VTN_1 PASS View Log TraceLog_052918_112451_944.txt  

A_E0_0392_TH_VTN_1 PASS View Log TraceLog_052918_112540_451.txt  

 

 

Test Case Name Result Log 

N0_5025_TH_VTN_1 PASS View Log TraceLog_052918_091146_487.txt  

N0_5030_TH_VTN_1 PASS View Log TraceLog_052918_091338_821.txt  

N0_5010_TH_VTN_1 PASS View Log TraceLog_052918_091449_965.txt  

N0_5020_TH_VTN_1 PASS View Log TraceLog_052918_091611_391.txt  

N0_5015_TH_VTN_1 PASS View Log TraceLog_052918_091803_440.txt  

N0_5040_TH_VTN PASS View Log TraceLog_052918_091934_050.txt  

N0_5080_TH_VTN_1 PASS View Log TraceLog_052918_092053_103.txt  

N0_5050_TH_VTN PASS View Log TraceLog_052918_092244_816.txt  

N0_5060_TH_VTN_1 PASS View Log TraceLog_052918_092407_118.txt  

N0_5065_TH_VTN_1 PASS View Log TraceLog_052918_092522_344.txt  

N0_5070_TH_VTN_1 PASS View Log TraceLog_052918_092634_786.txt  

 

Test Case Name Result Log 

R0_8010_TH_VTN PASS View Log TraceLog_052818_161911_617.txt  

R0_8020_TH_VTN PASS View Log TraceLog_052818_162016_338.txt  

R0_8025_TH_VTN PASS View Log TraceLog_052818_162157_814.txt  

R0_8027_TH_VTN PASS View Log TraceLog_052818_162442_551.txt  

R0_8030_TH_VTN PASS View Log TraceLog_052818_162856_929.txt  
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Test Case Name Result Log 

R0_8040_TH_VTN PASS View Log TraceLog_052818_163058_603.txt  

R0_8045_TH_VTN PASS View Log TraceLog_052818_163206_134.txt  

R0_8050_TH_VTN PASS View Log TraceLog_052818_163429_070.txt  

R0_8060_TH_VTN_1 PASS View Log TraceLog_052818_163641_528.txt  

R0_8070_TH_VTN_1 PASS View Log TraceLog_052818_163751_626.txt  

R0_8080_TH_VTN_1 PASS View Log TraceLog_052818_163904_495.txt  

R0_8090_TH_VTN_1 PASS View Log TraceLog_052818_164103_128.txt  

R0_8100_TH_VTN_1 PASS View Log TraceLog_052818_164245_899.txt  

R0_8120_TH_VTN PASS View Log TraceLog_052818_164431_201.txt  

R0_8130_TH_VTN PASS View Log TraceLog_052818_164610_475.txt  

R0_8140_TH_VTN PASS View Log TraceLog_052818_164714_858.txt  

R0_8150_TH_VTN PASS View Log TraceLog_052818_164813_105.txt  

R0_8160_TH_VTN PASS View Log TraceLog_052818_164913_026.txt  

R0_8170_TH_VTN PASS View Log TraceLog_052818_165216_706.txt  

R0_8180_TH_VTN PASS View Log TraceLog_052818_165334_053.txt  

R0_8190_TH_VTN PASS View Log TraceLog_052818_165446_654.txt  

 

 

Test Case Name Result Log 

G0_9005_TH_VTN PASS View Log TraceLog_052918_112801_156.txt  

G0_9010_TH_VTN PASS View Log TraceLog_052918_112909_999.txt  

G0_9030_TH_VTN PASS View Log TraceLog_052918_113011_854.txt  
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Test Case Name Result Log 

P0_7010_TH_VTN_1 PASS View Log TraceLog_052918_093214_812.txt  

P0_7015_TH_VTN_1 PASS View Log TraceLog_052918_093334_642.txt  

P0_7020_TH_VTN_1 PASS View Log TraceLog_052918_093504_705.txt  

P0_7030_TH_VTN_1 PASS View Log TraceLog_052918_093700_337.txt  

P0_7040_TH_VTN_1 PASS View Log TraceLog_052918_093814_743.txt  

P0_7050_TH_VTN_1 NA View Log TraceLog_052918_093938_605.txt  
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