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OpenADR Test Report 
Date:  3/9/2016 

Supplier Name: Ideal Industries 
Address: 1375 Park Ave, Sycamore IL 60178 

Phone: 815-347-1668 
Email: Mohammad.Uddin@idealindustries.com 

Test Overview  

 
This report is a summary of all testing activities and makes use of several other documents which will 
be included as part of the Final Report package. 
 
 

 

 

 

 

 

 

 

Test Method: 2.0a VEN Pull  

Product Name: Audacy VEN System 

Product Model Number: N/A 

Firmware Version: 1.0.0 

Profile: 2.0a 

Test Harness: v1.0.6 

Test Environment:   Installed customer software on local PC
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Test Results 

 
2.0a VEN HTTP Pull Results: 
 

Test Case Name Result Log 

E1_0020_TH_VTN PASS View Log TraceLog_030916_102532_221.txt  

E1_0040_TH_VTN PASS View Log TraceLog_030916_102650_404.txt  

E1_0060_TH_VTN PASS View Log TraceLog_030916_102940_598.txt  

E1_0070_TH_VTN PASS View Log TraceLog_030916_103046_602.txt  

E1_0082_TH_VTN PASS View Log TraceLog_030916_103142_364.txt  

E1_0086_TH_VTN PASS View Log TraceLog_030916_103323_278.txt  

E1_0090_TH_VTN PASS View Log TraceLog_030916_103455_746.txt  

E1_0092_TH_VTN PASS View Log TraceLog_030916_103918_070.txt  

E1_0094_TH_VTN PASS View Log TraceLog_030916_104054_133.txt  

E1_0096_TH_VTN PASS View Log TraceLog_030916_104359_032.txt  

E1_0098_TH_VTN PASS View Log TraceLog_030916_104545_630.txt  

E1_0100_TH_VTN PASS View Log TraceLog_030916_104652_678.txt  

E1_0102_TH_VTN PASS View Log TraceLog_030916_105348_243.txt  

E1_0104_TH_VTN PASS View Log TraceLog_030916_105523_511.txt  

E1_0110_TH_VTN PASS View Log TraceLog_030916_105621_310.txt  

E1_0130_TH_VTN PASS View Log TraceLog_030916_105807_710.txt  

E1_0210_TH_VTN PASS View Log TraceLog_030916_110109_990.txt  

E1_0220_TH_VTN PASS View Log TraceLog_030916_110500_829.txt  

E1_0230_TH_VTN PASS View Log TraceLog_030916_111024_891.txt  

E1_0240_TH_VTN PASS View Log TraceLog_030916_111922_308.txt  

E1_0250_TH_VTN PASS View Log TraceLog_030916_112330_545.txt  

E1_0260_TH_VTN PASS View Log TraceLog_030916_112730_054.txt  
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E1_0260_TH_VTN PASS View Log TraceLog_030916_113415_818.txt  

E1_0260_TH_VTN PASS View Log TraceLog_030916_113829_186.txt  

E1_0262_TH_VTN PASS View Log TraceLog_030916_115330_142.txt  

E1_0262_TH_VTN PASS View Log TraceLog_030916_120011_005.txt  

E1_0262_TH_VTN PASS View Log TraceLog_030916_120803_458.txt  

E1_0267_TH_VTN PASS View Log TraceLog_030916_121513_567.txt  

E1_0267_TH_VTN PASS View Log TraceLog_030916_121926_569.txt  

E1_0267_TH_VTN PASS View Log TraceLog_030916_122508_261.txt  

E1_0268_TH_VTN PASS View Log TraceLog_030916_123836_429.txt  

E1_0268_TH_VTN PASS View Log TraceLog_030916_124354_304.txt  

E1_0268_TH_VTN PASS View Log TraceLog_030916_124922_279.txt  

E1_0280_TH_VTN PASS View Log TraceLog_030916_125457_146.txt  

E1_0297_TH_VTN PASS View Log TraceLog_030916_125954_419.txt  

E1_0300_TH_VTN PASS View Log TraceLog_030916_130157_927.txt  

E1_0310_TH_VTN PASS View Log TraceLog_030916_130352_989.txt  

E1_0320_TH_VTN PASS View Log TraceLog_030916_130657_442.txt  

E1_0345_TH_VTN PASS View Log TraceLog_030916_131058_770.txt  

E1_0370_TH_VTN PASS View Log TraceLog_030916_131318_726.txt  

E1_0384_TH_VTN PASS View Log TraceLog_030916_131535_801.txt  

E1_0390_TH_VTN PASS View Log TraceLog_030916_131657_635.txt  

E1_0392_TH_VTN PASS View Log TraceLog_030916_131910_308.txt  

S1_1400_TH_VTN PASS View Log TraceLog_030916_132442_218.txt  

S1_1405_TH_VTN PASS View Log TraceLog_030916_133743_338.txt  

 


