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Test Overview  

 
This report is a summary of all testing activities and makes use of several other documents which will 
be included as part of the Final Report package. 
 
 

 

 

 

 

 

 

 

 

Test Method: VEN 

Product Name: KnGrid Demand Clearinghouse (DCH) 

Product Model Number: N/A 

Firmware Version: 1.0 

Profile: 2.0b 

Test Harness: v1.1.0 

Test Environment: Remote Connection



 

Intertek and KnGrid Inc.-  Confidential 

 

 

Test Results 

 
2.0b VEN HTTP Pull Results: 
 

Test Case Name Result Log 

N1_0010_TH_VTN_1 PASS View Log TraceLog_102016_151356_906.txt  

N1_0080_TH_VTN_1 NA View Log TraceLog_102016_151514_515.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_102016_151657_046.txt  

N1_0050_TH_VTN_1 PASS View Log TraceLog_102016_151938_250.txt  

N1_0060_TH_VTN_1 PASS View Log TraceLog_102016_152312_562.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_102016_153649_953.txt  

N1_0015_TH_VTN_1 PASS View Log TraceLog_102016_154116_218.txt  

N1_0030_TH_VTN_1 PASS View Log TraceLog_102016_154618_609.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_102016_154720_656.txt  

N1_0040_TH_VTN_1 PASS View Log TraceLog_102016_155029_656.txt  

N1_0025_TH_VTN_1 PASS View Log TraceLog_102016_155254_906.txt  

N1_0065_TH_VTN_1 PASS View Log TraceLog_102016_155654_203.txt  

N1_0070_TH_VTN_1 PASS View Log TraceLog_102016_160018_250.txt  

N1_0020_TH_VTN_1 PASS View Log TraceLog_102016_160133_000.txt  

R1_3010_TH_VTN_1 PASS View Log TraceLog_102016_160311_375.txt  

R1_3020_TH_VTN_1 PASS View Log TraceLog_102016_160445_750.txt  

R1_3025_TH_VTN_1 PASS View Log TraceLog_102016_160936_546.txt  

R1_3027_TH_VTN_1 PASS View Log TraceLog_102016_161321_640.txt  

R1_3030_TH_VTN_1 PASS View Log TraceLog_102116_084204_968.txt  

R1_3150_TH_VTN_1 PASS View Log TraceLog_102116_085319_593.txt  

R1_3160_TH_VTN_1 PASS View Log TraceLog_102116_085501_828.txt  

R1_3170_TH_VTN_1 PASS View Log TraceLog_102116_085933_234.txt  
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R1_3180_TH_VTN_1 PASS View Log TraceLog_102116_090141_359.txt  

R1_3190_TH_VTN_1 PASS View Log TraceLog_102116_090528_187.txt  

R1_3040_TH_VTN_1 PASS View Log TraceLog_102116_100201_218.txt  

R1_3045_TH_VTN_1 PASS View Log TraceLog_102116_100819_015.txt  

P1_2010_TH_VTN_1 PASS View Log TraceLog_102116_103311_781.txt  

P1_2015_TH_VTN_1 PASS View Log TraceLog_102116_104042_421.txt  

P1_2020_TH_VTN_1 PASS View Log TraceLog_102116_104509_484.txt  

P1_2030_TH_VTN_1 PASS View Log TraceLog_102116_105433_093.txt  

P1_2040_TH_VTN_1 PASS View Log TraceLog_102116_110303_265.txt  

P1_2050_TH_VTN_1 NA View Log TraceLog_102116_110446_031.txt  

A_E1_0020_TH_VTN_1 PASS View Log TraceLog_102116_111550_781.txt  

A_E1_0040_TH_VTN_1 PASS View Log TraceLog_102116_111745_343.txt  

A_E1_0060_TH_VTN_1 PASS View Log TraceLog_102116_112227_437.txt  

A_E1_0070_TH_VTN_1 PASS View Log TraceLog_102116_112428_343.txt  

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_102116_112545_453.txt  

A_E1_0086_TH_VTN_1 PASS View Log TraceLog_102116_112711_578.txt  

A_E1_0090_TH_VTN_1 PASS View Log TraceLog_102116_112856_406.txt  

A_E1_0092_TH_VTN_1 PASS View Log TraceLog_102116_113039_703.txt  

A_E1_0094_TH_VTN_1 PASS View Log TraceLog_102116_113214_093.txt  

A_E1_0096_TH_VTN_1 PASS View Log TraceLog_102116_113308_078.txt  

A_E1_0098_TH_VTN_1 PASS View Log TraceLog_102116_113426_484.txt  

A_E1_0100_TH_VTN_1 PASS View Log TraceLog_102116_113940_171.txt  

A_E1_0102_TH_VTN_1 PASS View Log TraceLog_102116_114050_953.txt  

A_E1_0104_TH_VTN_1 PASS View Log TraceLog_102116_114227_953.txt  

A_E1_0110_TH_VTN_1 PASS View Log TraceLog_102116_114356_125.txt  

A_E1_0130_TH_VTN_1 PASS View Log TraceLog_102116_114452_734.txt  
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A_E1_0180_TH_VTN_1 PASS View Log TraceLog_102116_114600_921.txt  

A_E1_0190_TH_VTN_1 PASS View Log TraceLog_102116_114746_781.txt  

A_E1_0200_TH_VTN_1 PASS View Log TraceLog_102116_115052_515.txt  

A_E1_0210_TH_VTN_1 PASS View Log TraceLog_102116_120153_890.txt  

A_E1_0210_TH_VTN_1 PASS View Log TraceLog_102116_120635_156.txt  

A_E1_0220_TH_VTN_1 PASS View Log TraceLog_102116_122311_390.txt  

A_E1_0230_TH_VTN_1 PASS View Log TraceLog_102116_122859_718.txt  

A_E1_0240_TH_VTN_1 PASS View Log TraceLog_102116_123635_859.txt  

A_E1_0250_TH_VTN_1 PASS View Log TraceLog_102116_124057_437.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_102116_124624_671.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_102116_125404_109.txt  

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_102116_130414_921.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_102116_131354_703.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_102116_132056_765.txt  

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_102116_132733_343.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_102116_133512_171.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_102116_134045_484.txt  

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_102116_134717_156.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_102116_135248_953.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_102116_135959_406.txt  

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_102116_140626_187.txt  

A_E1_0270_TH_VTN_1 PASS View Log TraceLog_102116_143708_484.txt  

A_E1_0280_TH_VTN_1 PASS View Log TraceLog_102116_144022_671.txt  

A_E1_0285_TH_VTN_1 PASS View Log TraceLog_102116_144330_093.txt  

A_E1_0300_TH_VTN_1 PASS View Log TraceLog_102116_144445_015.txt  

A_E1_0310_TH_VTN_1 PASS View Log TraceLog_102116_144542_531.txt  
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A_E1_0340_TH_VTN_1 PASS View Log TraceLog_102116_144708_890.txt  

A_E1_0345_TH_VTN_1 PASS View Log TraceLog_102116_144819_203.txt  

A_E1_0360_TH_VTN_1 PASS View Log TraceLog_102116_144912_421.txt  

A_E1_0370_TH_VTN_1 PASS View Log TraceLog_102116_145028_328.txt  

A_E1_0390_TH_VTN_1 PASS View Log TraceLog_102116_145218_093.txt  

A_E1_0392_TH_VTN_1 PASS View Log TraceLog_102116_145331_953.txt  

E1_1010_TH_VTN_1 PASS View Log TraceLog_102116_145553_015.txt  

E1_1020_TH_VTN_1 PASS View Log TraceLog_102116_145658_265.txt  

E1_1025_TH_VTN_1 PASS View Log TraceLog_102116_145752_234.txt  

E1_1027_TH_VTN_1 PASS View Log TraceLog_102116_145839_093.txt  

E1_1030_TH_VTN_1 PASS View Log TraceLog_102116_145933_906.txt  

E1_1040_TH_VTN_1 PASS View Log TraceLog_102116_150033_093.txt  

E1_1050_TH_VTN_1 PASS View Log TraceLog_102116_150224_968.txt  

E1_1055_TH_VTN_1 PASS View Log TraceLog_102116_150323_734.txt  

E1_1060_TH_VTN_1 PASS View Log TraceLog_102116_150501_203.txt  

E1_1065_TH_VTN_1 NA View Log TraceLog_102116_150611_765.txt  

E1_1070_TH_VTN_1 PASS View Log TraceLog_102116_150628_031.txt  

E1_1080_TH_VTN_1 PASS View Log TraceLog_102116_150710_703.txt  

E1_1090_TH_VTN_1 PASS View Log TraceLog_102116_150818_750.txt  

G1_4012_TH_VTN_1 PASS View Log TraceLog_102116_162342_890.txt  

G1_4015_TH_VTN_1 PASS View Log TraceLog_102116_162441_875.txt  

G1_4030_TH_VTN_1 PASS View Log TraceLog_102116_162727_093.txt  

G1_4005_TH_VTN_1 PASS View Log TraceLog_102416_144220_312.txt  

G1_4007_TH_VTN_1 PASS View Log TraceLog_102416_144457_343.txt  

G1_4010_TH_VTN_1 PASS View Log TraceLog_102416_144848_390.txt  

 


