
OpenADR Test Report
Date: November 21st, 2019

Supplier Name: Nhu Energy, Inc.

Address: 1736 W. Paul Dirac Dr., Tallahassee, FL 32310

Phone: 850-757-0100

Email: rmeeker@nhuenergy.com

Test Overview

This report is a summary of all testing activities and makes use of several other documents which will be included as part of the Final

Report package.

2.0b Profile:

Test 1: 2.0b VEN - HTTP Pull - Nhu Energy, Inc. - NhuADR - PASSED

Test Method: VEN

Product Name: NhuADR

Product Model Number: 1.0

Firmware Version: NA

Profile: 2.0b

Test Harness Version: 1.1.2

Test Environment: Remote Connection



Test Results
2.0b VEN HTTP Pull Results:

Test Case Name Result Log

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_100543_245.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_100801_193.txt

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_100119_100837_676.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_100930_692.txt

A_E1_0020_TH_VTN_1 PASS View Log TraceLog_100119_101007_172.txt

A_E1_0040_TH_VTN_1 PASS View Log TraceLog_100119_101052_669.txt

A_E1_0060_TH_VTN_1 PASS View Log TraceLog_100119_101121_187.txt

A_E1_0070_TH_VTN_1 PASS View Log TraceLog_100119_101146_689.txt

A_E1_0082_TH_VTN_1 PASS View Log TraceLog_100119_101213_807.txt

A_E1_0086_TH_VTN_1 PASS View Log TraceLog_100119_101240_574.txt

A_E1_0090_TH_VTN_1 PASS View Log TraceLog_100119_101314_574.txt

A_E1_0092_TH_VTN_1 PASS View Log TraceLog_100119_101347_974.txt

A_E1_0094_TH_VTN_1 PASS View Log TraceLog_100119_101436_952.txt

A_E1_0096_TH_VTN_1 PASS View Log TraceLog_100119_101507_119.txt

A_E1_0098_TH_VTN_1 PASS View Log TraceLog_100119_101552_661.txt

A_E1_0100_TH_VTN_1 PASS View Log TraceLog_100119_101625_449.txt

A_E1_0102_TH_VTN_1 PASS View Log TraceLog_100119_101655_361.txt

A_E1_0104_TH_VTN_1 PASS View Log TraceLog_100119_101725_547.txt

A_E1_0110_TH_VTN_1 PASS View Log TraceLog_100119_101753_878.txt

A_E1_0130_TH_VTN_1 PASS View Log TraceLog_100119_101820_812.txt

A_E1_0180_TH_VTN_1 PASS View Log TraceLog_100119_101847_321.txt

A_E1_0190_TH_VTN_1 PASS View Log TraceLog_100119_101918_304.txt

A_E1_0285_TH_VTN_1 PASS View Log TraceLog_100119_102035_815.txt

A_E1_0300_TH_VTN_1 PASS View Log TraceLog_100119_102107_929.txt



A_E1_0310_TH_VTN_1 PASS View Log TraceLog_100119_102134_629.txt

A_E1_0340_TH_VTN_1 PASS View Log TraceLog_100119_102231_219.txt

A_E1_0345_TH_VTN_1 PASS View Log TraceLog_100119_102302_921.txt

A_E1_0360_TH_VTN_1 PASS View Log TraceLog_100119_102330_211.txt

A_E1_0390_TH_VTN_1 PASS View Log TraceLog_100119_102357_771.txt

E1_1010_TH_VTN_1 PASS View Log TraceLog_100119_102438_941.txt

E1_1020_TH_VTN_1 PASS View Log TraceLog_100119_102505_782.txt

E1_1025_TH_VTN_1 PASS View Log TraceLog_100119_102530_882.txt

E1_1027_TH_VTN_1 PASS View Log TraceLog_100119_102556_031.txt

E1_1030_TH_VTN_1 PASS View Log TraceLog_100119_102622_686.txt

E1_1040_TH_VTN_1 PASS View Log TraceLog_100119_102652_135.txt

E1_1055_TH_VTN_1 PASS View Log TraceLog_100119_102808_450.txt

E1_1070_TH_VTN_1 PASS View Log TraceLog_100119_102848_481.txt

E1_1090_TH_VTN_1 PASS View Log TraceLog_100119_102914_999.txt

R1_3010_TH_VTN_1 PASS View Log TraceLog_100119_103029_503.txt

R1_3020_TH_VTN_1 PASS View Log TraceLog_100119_103055_529.txt

R1_3030_TH_VTN_1 PASS View Log TraceLog_100119_103303_460.txt

R1_3040_TH_VTN_1 PASS View Log TraceLog_100119_103431_494.txt

R1_3045_TH_VTN_1 PASS View Log TraceLog_100119_103507_320.txt

R1_3050_TH_VTN_1 PASS View Log TraceLog_100119_103633_834.txt

R1_3150_TH_VTN_1 PASS View Log TraceLog_100119_103704_872.txt

R1_3160_TH_VTN_1 PASS View Log TraceLog_100119_103811_643.txt

R1_3170_TH_VTN_1 PASS View Log TraceLog_100119_104057_434.txt

R1_3180_TH_VTN_1 PASS View Log TraceLog_100119_104150_975.txt

R1_3060_TH_VTN_1 PASS View Log TraceLog_100119_104232_694.txt

R1_3190_TH_VTN_1 PASS View Log TraceLog_100119_104259_544.txt



R1_3027_TH_VTN_1 PASS View Log TraceLog_100119_104331_025.txt

E1_1065_TH_VTN_1 NA View Log TraceLog_100119_104649_008.txt

P1_2010_TH_VTN_1 PASS View Log TraceLog_100119_104649_664.txt

P1_2015_TH_VTN_1 PASS View Log TraceLog_100119_104712_890.txt

P1_2020_TH_VTN_1 PASS View Log TraceLog_100119_104736_130.txt

P1_2030_TH_VTN_1 PASS View Log TraceLog_100119_104801_782.txt

P1_2040_TH_VTN_1 PASS View Log TraceLog_100119_104828_076.txt

N1_0010_TH_VTN_1 PASS View Log TraceLog_100119_104856_345.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_104918_856.txt

N1_0025_TH_VTN_1 PASS View Log TraceLog_100119_104954_521.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105025_126.txt

N1_0030_TH_VTN_1 PASS View Log TraceLog_100119_105059_539.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105122_062.txt

N1_0040_TH_VTN_1 PASS View Log TraceLog_100119_105156_327.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105221_859.txt

N1_0050_TH_VTN_1 PASS View Log TraceLog_100119_105256_144.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105322_914.txt

N1_0060_TH_VTN_1 PASS View Log TraceLog_100119_105356_924.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105434_506.txt

N1_0065_TH_VTN_1 PASS View Log TraceLog_100119_105508_720.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_105548_701.txt

N1_0070_TH_VTN_1 PASS View Log TraceLog_100119_105623_124.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_111616_337.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_112044_875.txt

A_E1_0200_TH_VTN_1 PASS View Log TraceLog_100119_112127_845.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_112256_504.txt



A_E1_0210_TH_VTN_1 PASS View Log TraceLog_100119_112356_898.txt

A_E1_0220_TH_VTN_1 PASS View Log TraceLog_100119_112957_717.txt

A_E1_0230_TH_VTN_1 PASS View Log TraceLog_100119_113433_220.txt

A_E1_0240_TH_VTN_1 PASS View Log TraceLog_100119_114126_211.txt

A_E1_0250_TH_VTN_1 PASS View Log TraceLog_100119_114400_605.txt

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_100119_114742_744.txt

A_E1_0260_TH_VTN_1 PASS View Log TraceLog_100119_115328_734.txt

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_100119_120113_357.txt

A_E1_0262_TH_VTN_1 PASS View Log TraceLog_100119_121100_231.txt

A_E1_0267_TH_VTN_1 PASS View Log TraceLog_100119_122014_401.txt

A_E1_0268_TH_VTN_1 PASS View Log TraceLog_100119_122727_649.txt

A_E1_0270_TH_VTN_1 PASS View Log TraceLog_100119_123354_576.txt

A_E1_0270_TH_VTN_1 NA View Log TraceLog_100119_124210_892.txt

A_E1_0280_TH_VTN_1 PASS View Log TraceLog_100119_124312_195.txt

A_E1_0370_TH_VTN_1 PASS View Log TraceLog_100119_124606_823.txt

A_E1_0370_TH_VTN_1 PASS View Log TraceLog_100119_124721_581.txt

A_E1_0392_TH_VTN_1 PASS View Log TraceLog_100119_125029_183.txt

E1_1050_TH_VTN_1 PASS View Log TraceLog_100119_125334_923.txt

E1_1060_TH_VTN_1 PASS View Log TraceLog_100119_125534_794.txt

E1_1080_TH_VTN_1 PASS View Log TraceLog_100119_125624_847.txt

P1_2050_TH_VTN_1 NA View Log TraceLog_100119_131458_104.txt

N1_0015_TH_VTN_1 PASS View Log TraceLog_100119_131603_511.txt

N0_5030_TH_VEN NA View Log TraceLog_100119_131909_665.txt

N1_0040_TH_VTN_1 PASS View Log TraceLog_100119_131923_669.txt

N1_0080_TH_VTN_1 NA View Log TraceLog_100119_131958_324.txt

N1_0020_TH_VTN_1 PASS View Log TraceLog_100119_132034_909.txt



R1_3025_TH_VTN_1 PASS View Log TraceLog_100119_132129_248.txt

R1_3025_TH_VTN_1 PASS View Log TraceLog_100119_133650_063.txt

G1_4005_TH_VTN_1 PASS View Log TraceLog_100119_133909_496.txt

G1_4007_TH_VTN_1 PASS View Log TraceLog_100119_134413_668.txt

G1_4010_TH_VTN_1 PASS View Log TraceLog_100119_134812_427.txt

G1_4012_TH_VTN_1 PASS View Log TraceLog_100119_134939_389.txt

G1_4015_TH_VTN_1 PASS View Log TraceLog_100119_135016_529.txt

G1_4030_TH_VTN_1 PASS View Log TraceLog_100119_135550_914.txt

R1_3080_TH_VTN_1 NA View Log TraceLog_100119_140034_130.txt

R1_3090_TH_VTN_1 NA View Log TraceLog_100119_140047_753.txt

R1_3100_TH_VTN_1 NA View Log TraceLog_100119_140058_917.txt

R1_3120_TH_VTN_1 NA View Log TraceLog_100119_140105_904.txt

R1_3130_TH_VTN_1 NA View Log TraceLog_100119_140113_335.txt

R1_3140_TH_VTN_1 NA View Log TraceLog_100119_140119_782.txt


