Intertek

Date: March 2, 2015
Supplier Name: Olivine, Inc.
Address: 2010 Crow Canyon Place Suite 100
San Ramon CA 94583
Phone: 1-888-717-3331
Email: ptiritas@olivineinc.com

Test Overview

This report is a summary of all testing activities and makes use of several other documents which will
be included as part of the Final Report package.

2.0b Profile:
Test 1: 2.0B VTN — Pull — Qlivine, Inc., Olivine DER OpenADR Module v1.0 — PASSED
Test 2: 2.0B VTN — Push — Olivine, Inc., Olivine DER OpenADR Module v1.0 — PASSED

Test 3: 2.0B VTN — XMPP Push — Olivine, Inc., Olivine DER OpenADR Module v1.0 -
PASSED

2.0a Profile:
Test 1: 2.0A VTN — Pull — Olivine, Inc., Olivine DER OpenADR Module v1.0 — PASSED

Test 1: 2.0A VTN — Push — Olivine, Inc., Olivine DER OpenADR Module v1.0 — PASSED

Test Method: VTN

Product Name: Olivine DER OpenADR Module
Product Model Number: N/A

Firmware Version: 1.0

Profile: 2.0a and 2.0b

Test Harness: 1.0.5 (2.0a) and 1.0.6 (2.0b)

Test Environment: https://appl.olivineinc.com/i/oe/OpenADR (for 2.0a) and
https://appl.olivineinc.com/i/oe/OpenADR for (2.0b)
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Test Results

2.0b VTN Pull Results: R1 3160 TH_VEN PASS

Test Case Name Result R1_3170_TH_VEN NA

N1_0010_TH_VEN PASS R1_3180_TH_VEN PASS

N1_0080_TH_VEN PASS R1_3190_TH_VEN PASS

N1 0020 TH_VEN PASS P1_2010_TH_VEN PASS

N1_0030_TH_VEN PASS P1_2015_TH_VEN PASS

N1_0015_TH_VEN PASS P1_2020_TH_VEN PASS

N1_0060_TH_VEN PASS P1_2030_TH_VEN PASS

N1_0065_TH_VEN PASS P1_2040_TH_VEN PASS

N1_0070_TH_VEN PASS P1_2050_TH_VEN PASS

N1_0025_TH_VEN PASS A_E3_0420_TH_VEN | PASS

N1_0050_TH_VEN PASS A_E3 0430_TH_VEN | PASS

N1_0040_TH_VEN PASS A_E3_0432_TH_VEN | PASS

R1_3010_TH_VEN PASS A_E3_0435_TH_VEN | PASS

R1_3020_TH_VEN PASS A_E3_0440_TH_VEN | PASS

R1 3025 TH_VEN PASS A _E3_0450_TH_VEN | PASS

R1_3027_TH_VEN PASS A_E3 0452_TH_VEN | PASS

R1_3030_TH_VEN PASS A_E3 0454 TH_VEN | PASS

R1 3040 TH_VEN PASS A_E3_0468_TH_VEN | PASS

R1_3045_TH_VEN PASS A_E3_0470_TH_VEN | PASS

R1 3070 _TH_VEN PASS A _E3_0474_TH_VEN | PASS

R1_3130_TH_VEN PASS A_E3_0480_TH_VEN | PASS

R1_3140_TH_VEN PASS A_E3_0484_TH_VEN | PASS

R1_3150_TH_VEN PASS A_E3 0490_TH_VEN | PASS
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A_E3 0492 TH VEN | PASS E1 1065 TH_VEN PASS
A_E3 0494 TH VEN | PASS E1_1070_TH_VEN NA

A_E3 0496_TH VEN | PASS E1_1080_TH_VEN PASS
A_E3 0498 TH VEN | PASS G1_4005_TH_VEN PASS
A_E3 0500 TH_VEN | PASS G1_4010_TH_VEN PASS
A_E3 0510 TH_VEN | PASS G1_4011_TH_VEN PASS
A_E3 0520 TH_VEN | PASS G1_4020 TH_VEN_1| PASS

A_E3 0525 TH_VEN | PASS

A_E3_0530_TH_VEN | PASS 2.0b VTN Push Results:
A E3 0655 TH VEN | PASS
Test Case Name Result
A_E3 0657 TH_VEN | PASS
NO 5010 TH_VEN PASS
A E3 0680 TH_VEN || PASS
NO_5080 TH_VEN PASS
A_E3 0710 TH_VEN | PASS
NO_ 5020 TH_VEN PASS
A E3 0720 TH_VEN || PASS
NO_5015 TH_VEN PASS

A_E3 0730 _TH_VEN | PASS

NO_5050 TH_VEN_1 PASS
A_E3_0750 TH VEN | PASS

NO_5060_TH_VEN PASS

A_E3 0780 _TH_VEN | PASS
NO_5065_TH_VEN PASS

E1 1010 TH_VEN PASS
NO_5040 TH_VEN_1 PASS

E1_1020_TH_VEN PASS
NO_5025 TH_VEN PASS

E1 1025 TH_VEN PASS
NO_5030_TH_VEN PASS

E1 1027 _TH_VEN PASS
NO_5070_TH_VEN PASS

E1_1030_TH_VEN PASS
RO_8010 TH_VEN_1 PASS

E1 1040 TH_VEN PASS
RO 8020 TH_VEN_1 PASS

E1_1050_TH_VEN PASS
RO 8025 TH_VEN_1 PASS

E1 1055 TH_VEN PASS
RO_8027 TH_VEN_1 PASS

E1_1060_TH_VEN PASS

RO 8030 TH_VEN_1 PASS
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RO_8040 TH_VEN_1
RO_8045_TH_VEN_1
RO_8070_TH_VEN
RO_8130 TH_VEN_1
RO_8140 TH_VEN_1
RO_8150 TH_VEN_1
RO_8160 _TH_VEN_1
RO_8170 TH_VEN_1
RO_8180 TH_VEN_1
RO_8190 TH_VEN_1
PO_7010_TH_VEN
PO_7015_TH_VEN
PO_7020_TH_VEN
PO_7030_TH_VEN
PO_7040_TH_VEN
PO_7050_TH_VEN
A_E2_0430_TH_VEN_1
A_E2_0432_TH_VEN_1
A_E2_ 0435 TH_VEN_1
A_E2_ 0440 TH_VEN_1
A_E2_ 0450 TH_VEN_1
A_E2_0452_TH_VEN_1
A_E2_ 0454 TH_VEN_1
A_E2_ 0468 TH_VEN_1
A_E2_0470_TH_VEN_1

A_E2 0474 _TH_VEN_1
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PASS

PASS

PASS

PASS

PASS

PASS

PASS

NA

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS
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A_E2 0480 TH_VEN_1

A_E2_0484 TH_VEN_1
A_E2_0490_TH_VEN_1
A_E2_ 0492 TH_VEN_1
A_E2_0494 TH_VEN_1
A_E2_0496_TH_VEN_1
A_E2_0498 TH_VEN_1
A_E2_0500_TH_VEN_1
A_E2_0510_TH_VEN_1
A_E2_0520_TH_VEN_1
A_E2_ 0520 TH_VEN_1
A_E2_ 0525 TH_VEN_1
A_E2_0530_TH_VEN_1
A_E2_0657_TH_VEN_1
A_E2_0680_TH_VEN_1
A_E2_0710_TH_VEN_1
A_E2_0720_TH_VEN_1
A_E2_0730_TH_VEN_1
A_E2_0750_TH_VEN_1
A_E2_0780_TH_VEN_1
E0_6010_TH_VEN_1

E0_6020_TH_VEN_1

E0_6025 TH_VEN_1

E0_6027_TH_VEN_1

EO_6030_TH_VEN_1

EO_6040_TH_VEN_1

PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS

PASS
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EO_6050_TH_VEN
EO0_6060_TH_VEN_1
E0_6065 TH_VEN_1
EO_6070_TH_VEN_1
EO0_6080_TH_VEN_1
E0_6055 TH_VEN_1
G0_9005_TH_VEN_1
G0_9010 TH_VEN_1

GO 9020 TH_VEN_ 1

PASS

PASS

PASS

NA

PASS

PASS

PASS

PASS

PASS

2.0b VTN XMPP Push Results:

Test Case Name
NO 5030 _TH_VEN
NO_5020_TH_VEN
NO 5015 TH_VEN
NO_5050_TH_VEN_1
RO 8020 TH_VEN_ 1
RO 8040 TH_VEN_ 1
RO_8010_TH_VEN_1
RO 8130 TH_VEN_ 1
PO_7010_TH_VEN
PO 7020 TH_VEN
PO_7040_TH_VEN
PO_7050 TH_VEN
GO 9005 TH_VEN_1

GO 9010 TH_VEN_1
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Result

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

Intertek

A_E2 0435 TH_VEN_1 | PASS

A_E2 0474 TH_VEN_1 | PASS

E0_6020_TH_VEN_1

EO_6030_TH_VEN_1

2.0a VTN Pull Results:

Test Case Name
E3 0430 TH_VEN
E3_ 0420 TH_VEN
E3 0435 TH_VEN
E3 0440 TH_VEN
E3_0450 TH_VEN
E3 0452 TH_VEN
E3 0454 _TH_VEN
E3 0468 TH_VEN
E3_0470_TH_VEN
E3 0474 TH_VEN
E3 0480 TH_VEN
E3 0484 TH_VEN
E3 0490 TH_VEN
E3 0492 TH_VEN
E3 0494 TH_VEN
E3 0496 TH_VEN
E3_0498 TH_VEN
E3 0500 TH_VEN

E3 0510 TH_VEN

PASS

PASS

Result
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS

PASS
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E3 0520 TH_VEN | PASS E2 0474 TH_VEN | PASS
E3 0525 TH_VEN | PASS E2 0480 _TH_VEN | PASS
E3 0527 _TH_VEN | NA E2 0484 TH_VEN | PASS
E3 0530 TH_VEN | PASS E2 0490 TH_VEN | PASS
E3 0655 TH_VEN | PASS E2 0492 TH_VEN | PASS
E3 0657 _TH_VEN | PASS E2 0494 TH_VEN | PASS
E3 0660 TH_VEN | PASS E2 0496 _TH_VEN | PASS
E3 0680 _TH_VEN | PASS E2 0498 TH_VEN | PASS
E3 0710 TH_VEN | PASS E2 0500 TH_VEN | PASS
E3 0720 _TH_VEN | PASS E2 0510 TH_VEN | PASS
E3 0730 _TH_VEN | PASS E2 0520 TH_VEN | PASS
E3 0750 TH_VEN | PASS E2 0525 TH_VEN | PASS
E3 0780 _TH_VEN | PASS E2 0530 TH_VEN | PASS
S3_1600 TH_VEN | PASS E2 0657 _TH_VEN | PASS

E2_ 0670 TH_VEN | PASS
2.0a VTN Push Results: E2_0680_TH_VEN | PASS

E2_0710_TH_VEN | PASS

Test Case Name Result
E2_0720_ TH_VEN | PASS

E2_0430_TH_VEN | PASS
E2_0730_TH_VEN | PASS

E2 0432_TH_VEN | PASS
E2 0750 _TH_VEN | PASS

E2 0435 TH_VEN | PASS
E2_0780_TH_VEN | PASS

E2_0440 TH VEN | PASS
S2 1500 TH_VEN | PASS
E2_ 0450 TH_VEN | PASS
E2 0452 TH VEN | PASS
E2 0454 TH VEN | PASS
E2 0468 _TH_VEN | PASS
E2 0470 TH VEN | PASS
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