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Kunden Referenz-Nr.: 
Client Reference No.: 

PA0799595 
 Auftragsdatum: 
 Order date: 

2018-10-25 

Auftraggeber: 
Client: 

Toshiba Energy Systems & Solutions Corporation 
72-34, Horikawa-cho, Saiwai-ku, Kawasaki 212-8585, Japan 

Gegenstand der Prüfung: 
Test item: TOSHIBA-VPP 

Bezeichnung / Typ-Nr.: 
Identification / Type No.: 

TOSHIBA-VPP (VEN) 

Auftrags-Inhalt: 
Order content: 

OpenADR Certification Test 

Prüfgrundlage: 
Test specification: 

OpenADR 2.0b Certification Test Specification Version 1.1.2 

Wareneingangsdatum: 
Date of receipt: 

2018-11-13 

 

Prüfmuster-Nr.: 
Test sample No.: 

A000843686 

Prüfzeitraum: 
Testing period: 

2018-11-13 - 2018-11-15 

Ort der Prüfung: 
Place of testing: 

TÜV Rheinland Japan Ltd. 

Global Technology 
Assessment Center 4-25-2 
Kita-Yamata, Tsuzuki-ku 
Yokohama 224-0021, Japan 

Prüflaboratorium: 
Testing laboratory: 

TÜV Rheinland Japan Ltd. 

Prüfergebnis: 
Test results: 

The test item passed  the 
test specification(s). 

Geprüft von  
Tested by: 

Kontrolliert von 
Reviewed by: 

2018-11-27 Atsuhiro Endo 2018-11-29 Tam Tran Thanh 

Datum 

Date 
Name / Stellung 

Name / Position 
Unterschrift 

Signature 
Datum 

Date 
Name / Stellung 

Name / Position 
Unterschrift 

Signature 

Sonstiges / Other Aspects: 

 

Zustand des Prüfgegenstandes bei Anlieferung: 
Condition of the test item at delivery: 

Prüfmuster vollständig und unbeschädigt 
Test item complete and undamaged 

*Legende:    1 = sehr gut              2 = gut                 3 = befriedigend                   4 = ausreichend                     5 = mangelhaft 

P(ass) = entspricht o.g. Prüfgrundlage(n) F(ail) = entspricht nicht o.g. Prüfgrundlage(n) N/A = nicht anwendbar N/T = nicht getestet 

Legend:       1 = very good           2 = good              3 = satisfactory                     4 = sufficient                           5 = poor 

P(ass) = passed a.m. test specification(s)     F(ail) = failed a.m. test specification(s)    N/A = not applicable       N/T = not tested 

Dieser Prüfbericht bezieht sich nur auf das o.g. Prüfmuster und darf ohne Genehmigung der Prüfstelle nicht 
auszugsweise vervielfältigt werden. Dieser Bericht berechtigt nicht zur Verwendung eines Prüfzeichens. 

This test report only relates to the a. m. test sample. Without permission of the test center this test report is not permitted 

to be duplicated in extracts. This test report does not entitle to carry any test mark 
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1 General Product Information 

1.1 Client Information 

Company Name: see page 1 

Address: see page 1 

Contact Person: Kazuaki Kusakiyo 

Phone: +81-44-331-1531 

E-mail: kazuaki.kusakiyo@toshiba.co.jp 

1.2 General SUT Information 

The system under test is software implementation of OpenADR protocol installed on laptop. 
 

Serial Number: N/A 

Hardware Version: N/A 

Firmware version: 1.0 

1.3 General EUT Description 

Equipment under test: see page 1 

1.4 Profile 

Product type: VEN 

OpenADR profile: 2.0b 

Mode: Pull, Push 

Transport: Simple HTTP,  XMPP 

Security: Standard Security 
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2 Testing Laboratory 

 Company name: TÜV Rheinland Japan Ltd. 
 Address: see page 1 

2.1 Test Equipment 

Equipment 
ID 

Model 
Product name 

Manufacture Category Version 

1800528 OpenADR Test Harness for 2.0b QualityLogic Software 1.1.2 

1814316 Router / WXR-1750DHP BUFFALO N/A N/A 

 

2.2 Test Setup 

 
 

System Under Test 
PC 

Test harness  
PC 

Ethernet 
Monitoring  

PC 
 

* Used to observe the 
display of events. 

Router 
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3 Information about Test Results 

3.1 General 

 
Documentation of tested devices and results: 
 
The complete set of measurement results is stored at the TÜV Rheinland Japan Ltd. test laboratory and is 
available on demand. 
 
Interpretation of test results:  
 
The results of the inspection are described on the following pages. "Pass" in the test result list of this test report 
means the performed test according to the test specification was verified and that the tested device is conformant 
to the specification. “Fail” means that the performed test according to the test specification was verified and the 
tested device is not conformant to the specification or that test didn’t run to completion because the tested device 
is not conformant to the specification. “N/A” means the test cases are optional and/or not applicable to the tested 
device. 
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4 Test Results 

4.1 Profile 2.0b 

4.1.1 VEN Pull Tests 

4.1.1.1 EiRegisterParty Service 

No. Test Case Name Date Result Log 

01 N1_0010_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_102932_920.txt 

02 N1_0015_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_110839_989.txt 

03 N1_0020_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_105202_507.txt 

04 N1_0025_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_110502_930.txt 

05 N1_0030_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_103457_000.txt 

06 N1_0040_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_111349_092.txt 

07 N1_0050_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_105427_821.txt 

08 N1_0060_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_105644_610.txt 

09 N1_0065_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_110012_701.txt 

10 N1_0070_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_110231_769.txt 

11 N1_0080_TH_VTN_1 N/A N/A N/A 

 

4.1.1.2 EiOpt Service 

No. Test Case Name Date Result Log 

01 P1_2010_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_112023_659.txt 

02 P1_2015_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_112345_241.txt 

03 P1_2020_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_112508_947.txt 

04 P1_2030_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_113543_983.txt 

05 P1_2040_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_113930_754.txt 

06 P1_2050_TH_VTN_1 N/A N/A N/A 
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4.1.1.3 EiReport Service 

No. Test Case Name Date Result Log 

01 R1_3010_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_131944_243.txt 

02 R1_3020_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_132129_681.txt 

03 R1_3025_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_132642_621.txt 

04 R1_3027_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_133301_243.txt 

05 R1_3030_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_133917_247.txt 

06 R1_3040_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_134724_483.txt 

07 R1_3045_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_135419_534.txt 

08 R1_3050_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_140158_226.txt 

09 R1_3060_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_140525_949.txt 

10 R1_3070_TH_VTN_1 N/A N/A N/A 

11 R1_3080_TH_VTN_1 N/A N/A N/A 

12 R1_3090_TH_VTN_1 N/A N/A N/A 

13 R1_3100_TH_VTN_1 N/A N/A N/A 

14 R1_3120_TH_VTN_1 N/A N/A N/A 

15 R1_3130_TH_VTN_1 Nov 13 2018 N/A(*1) TraceLog_111318_141422_843.txt 

16 R1_3140_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_142510_417.txt 

17 R1_3150_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_143329_415.txt 

18 R1_3160_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_143932_245.txt 

19 R1_3170_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_144437_652.txt 

20 R1_3180_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_144919_960.txt 

21 R1_3190_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_150158_232.txt 

 (*1)  See "5 Remarks and References" 

 

4.1.1.4 EiEvent Service 

No. Test Case Name Date Result Log 

01 E1_1010_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_150742_627.txt 

02 E1_1020_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_150907_091.txt 

03 E1_1025_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_151111_485.txt 

04 E1_1027_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_151244_230.txt 

05 E1_1030_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_151424_618.txt 

06 E1_1040_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_151659_977.txt 

07 E1_1050_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_152132_117.txt 

08 E1_1055_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_152509_643.txt 

09 E1_1060_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_153104_750.txt 

10 E1_1065_TH_VTN_1 N/A N/A N/A 

11 E1_1070_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_153348_274.txt 

12 E1_1080_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_153523_028.txt 

13 E1_1090_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_153657_498.txt 
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4.1.1.5 EiEvent Ported A Profile 

No. Test Case Name Date Result Log 

01 A_E1_0020_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_154831_502.txt 

02 A_E1_0040_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155101_961.txt 

03 A_E1_0060_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155229_105.txt 

04 A_E1_0070_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155420_106.txt 

05 A_E1_0082_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155600_622.txt 

06 A_E1_0086_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155722_702.txt 

07 A_E1_0090_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_155900_840.txt 

08 A_E1_0092_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160034_046.txt 

09 A_E1_0094_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160226_167.txt 

10 A_E1_0096_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160351_608.txt 

11 A_E1_0098_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160515_886.txt 

12 A_E1_0100_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160701_098.txt 

13 A_E1_0102_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_160842_059.txt 

14 A_E1_0104_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_161000_136.txt 

15 A_E1_0110_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_161406_437.txt 

16 A_E1_0130_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_161554_663.txt 

17 A_E1_0180_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_161745_679.txt 

18 A_E1_0190_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_162006_658.txt 

19 A_E1_0200_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_162342_000.txt 

20 A_E1_0210_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_162810_327.txt 

21 A_E1_0220_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_163601_541.txt 

22 A_E1_0230_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_164218_734.txt 

23 A_E1_0240_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_165034_265.txt 

24 A_E1_0250_TH_VTN_1 Nov 13 2018 PASS TraceLog_111318_165432_436.txt 

25 A_E1_0260_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_100646_900.txt 

26 A_E1_0262_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_102944_095.txt 

27 A_E1_0267_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_105132_574.txt 

28 A_E1_0268_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_110903_176.txt 

29 A_E1_0270_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_112650_801.txt 

30 A_E1_0280_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_113557_397.txt 

31 A_E1_0285_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_114002_476.txt 

32 A_E1_0300_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_114247_520.txt 

33 A_E1_0310_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_114420_656.txt 

34 A_E1_0340_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_114648_936.txt 

35 A_E1_0345_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_114855_224.txt 

36 A_E1_0360_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_115053_984.txt 

37 A_E1_0370_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_115336_671.txt 

38 A_E1_0390_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_115742_595.txt 

39 A_E1_0392_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_115927_099.txt 
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4.1.1.6 General Tests 

No. Test Case Name Date Result Log 

01 G1_4005_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_131355_182.txt 

02 G1_4007_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_131610_861.txt 

03 G1_4010_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_133041_595.txt 

04 G1_4011_TH_VTN_1 N/A N/A N/A 

05 G1_4012_TH_VTN_1 N/A N/A N/A 

06 G1_4015_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_133402_001.txt 

07 G1_4030_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_133751_644.txt 
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4.1.2 VEN Push Tests 

4.1.2.1 EiRegisterParty Service 

No. Test Case Name Date Result Log 

01 N0_5010_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_134750_187.txt 

02 N0_5015_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_134919_186.txt 

03 N0_5020_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_135617_486.txt 

04 N0_5025_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_135919_962.txt 

05 N0_5030_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_140212_900.txt 

06 N0_5040_TH_VTN Nov 14 2018 PASS TraceLog_111418_140356_641.txt 

07 N0_5050_TH_VTN Nov 14 2018 PASS TraceLog_111418_140512_479.txt 

08 N0_5060_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_140912_795.txt 

09 N0_5065_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_141048_936.txt 

10 N0_5070_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_141240_058.txt 

11 N0_5080_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_141436_576.txt 

 

4.1.2.2 EiOpt Service 

No. Test Case Name Date Result Log 

01 P0_7010_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_141811_834.txt 

02 P0_7015_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_141946_430.txt 

03 P0_7020_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_142123_832.txt 

04 P0_7030_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_142320_853.txt 

05 P0_7040_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_142739_016.txt 

06 P0_7050_TH_VTN_1 N/A N/A N/A 
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4.1.2.3 EiReport Service 

No. Test Case Name Date Result Log 

01 R0_8010_TH_VTN Nov 14 2018 PASS TraceLog_111418_143237_396.txt 

02 R0_8020_TH_VTN Nov 14 2018 PASS TraceLog_111418_143426_793.txt 

03 R0_8025_TH_VTN Nov 14 2018 PASS TraceLog_111418_143717_494.txt 

04 R0_8027_TH_VTN Nov 14 2018 PASS TraceLog_111418_144054_863.txt 

05 R0_8030_TH_VTN Nov 14 2018 PASS TraceLog_111418_144534_335.txt 

06 R0_8040_TH_VTN Nov 14 2018 PASS TraceLog_111418_144943_912.txt 

07 R0_8045_TH_VTN Nov 14 2018 PASS TraceLog_111418_145148_068.txt 

08 R0_8050_TH_VTN Nov 14 2018 PASS TraceLog_111418_145510_955.txt 

09 R0_8060_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_145722_130.txt 

10 R0_8070_TH_VTN_1 N/A N/A N/A 

11 R0_8080_TH_VTN_1 N/A N/A N/A 

12 R0_8090_TH_VTN_1 N/A N/A N/A 

13 R0_8100_TH_VTN_1 N/A N/A N/A 

14 R0_8120_TH_VTN N/A N/A N/A 

15 R0_8130_TH_VTN Nov 14 2018 N/A(*1) TraceLog_111418_145946_997.txt 

16 R0_8140_TH_VTN Nov 14 2018 PASS TraceLog_111418_150459_900.txt 

17 R0_8150_TH_VTN Nov 14 2018 PASS TraceLog_111418_150657_731.txt 

18 R0_8160_TH_VTN Nov 14 2018 PASS TraceLog_111418_151414_638.txt 

19 R0_8170_TH_VTN Nov 14 2018 PASS TraceLog_111418_151751_125.txt 

20 R0_8180_TH_VTN Nov 14 2018 PASS TraceLog_111418_152047_639.txt 

21 R0_8190_TH_VTN Nov 14 2018 PASS TraceLog_111418_152316_392.txt 

 (*1)  See "5 Remarks and References" 

4.1.2.4 EiEvent Service 

No. Test Case Name Date Result Log 

01 E0_6010_TH_VTN Nov 14 2018 PASS TraceLog_111418_153501_611.txt 

02 E0_6020_TH_VTN Nov 14 2018 PASS TraceLog_111418_153547_275.txt 

03 E0_6025_TH_VTN Nov 14 2018 PASS TraceLog_111418_153719_064.txt 

04 E0_6027_TH_VTN Nov 14 2018 PASS TraceLog_111418_153851_012.txt 

05 E0_6030_TH_VTN Nov 14 2018 PASS TraceLog_111418_154042_870.txt 

06 E0_6040_TH_VTN Nov 14 2018 PASS TraceLog_111418_154220_557.txt 

07 E0_6050_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_154453_699.txt 

08 E0_6055_TH_VTN Nov 14 2018 PASS TraceLog_111418_154704_586.txt 

09 E0_6060_TH_VTN Nov 14 2018 PASS TraceLog_111418_154843_245.txt 

10 E0_6065_TH_VTN N/A N/A N/A 

11 E0_6070_TH_VTN Nov 14 2018 PASS TraceLog_111418_155140_563.txt 

12 E0_6080_TH_VTN Nov 14 2018 PASS TraceLog_111418_155310_112.txt 

13 E0_6090_TH_VTN Nov 14 2018 PASS TraceLog_111418_155425_159.txt 
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4.1.2.5 EiEvent Ported A Profile 

No. Test Case Name Date Result Log 

01 A_E0_0020_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_155703_079.txt 

02 A_E0_0040_TH_VTN Nov 14 2018 PASS TraceLog_111418_155924_053.txt 

03 A_E0_0060_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_160109_268.txt 

04 A_E0_0070_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_160358_979.txt 

05 A_E0_0082_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_160610_052.txt 

06 A_E0_0086_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_160741_394.txt 

07 A_E0_0090_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_160848_955.txt 

08 A_E0_0092_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_161030_300.txt 

09 A_E0_0094_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_161206_255.txt 

10 A_E0_0096_TH_VTN Nov 14 2018 PASS TraceLog_111418_161341_758.txt 

11 A_E0_0098_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_161526_097.txt 

12 A_E0_0100_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_161717_022.txt 

13 A_E0_0102_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_161849_078.txt 

14 A_E0_0104_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_162030_436.txt 

15 A_E0_0110_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_162308_052.txt 

16 A_E0_0130_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_162438_483.txt 

17 A_E0_0180_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_162635_429.txt 

18 A_E0_0185_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_162908_496.txt 

19 A_E0_0190_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_163157_512.txt 

20 A_E0_0200_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_163432_242.txt 

21 A_E0_0210_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_163743_743.txt 

22 A_E0_0220_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_164407_547.txt 

23 A_E0_0230_TH_VTN Nov 14 2018 PASS TraceLog_111418_164927_918.txt 

24 A_E0_0240_TH_VTN Nov 14 2018 PASS TraceLog_111418_165630_661.txt 

25 A_E0_0250_TH_VTN_1 Nov 14 2018 PASS TraceLog_111418_165909_999.txt 

26 A_E0_0260_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_100320_448.txt 

27 A_E0_0262_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_102239_719.txt 

28 A_E0_0267_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_104453_550.txt 

29 A_E0_0268_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_110225_024.txt 

30 A_E0_0270_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_111851_462.txt 

31 A_E0_0280_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_112610_494.txt 

32 A_E0_0285_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_113020_240.txt 

33 A_E0_0300_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_113154_041.txt 

34 A_E0_0310_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_113319_344.txt 

35 A_E0_0340_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_113542_746.txt 

36 A_E0_0345_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_113740_856.txt 

37 A_E0_0360_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_114715_772.txt 

38 A_E0_0370_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_115002_601.txt 

39 A_E0_0390_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_115414_356.txt 

40 A_E0_0392_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_115524_037.txt 
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4.1.2.6 General Tests 

No. Test Case Name Date Result Log 

01 G0_9005_TH_VTN Nov 15 2018 PASS TraceLog_111518_120151_515.txt 

02 G0_9010_TH_VTN Nov 15 2018 PASS TraceLog_111518_120332_744.txt 

03 G0_9030_TH_VTN Nov 15 2018 PASS TraceLog_111518_120907_894.txt 

 

4.1.2.7 XMPP Tests 

No. Test Case Name Date Result Log 

01 N0_5020_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_122030_294.txt 

02 N0_5030_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_123707_233.txt 

03 P0_7010_TH_VTN_1 Nov 15 2018 PASS TraceLog_111518_122415_479.txt 

04 R0_8020_TH_VTN Nov 15 2018 PASS TraceLog_111518_122712_159.txt 

05 E0_6020_TH_VTN Nov 15 2018 PASS TraceLog_111518_123103_479.txt 

06 G0_9005_TH_VTN Nov 15 2018 PASS TraceLog_111518_123306_008.txt 

07 G0_9010_TH_VTN Nov 15 2018 PASS TraceLog_111518_123443_336.txt 
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5 Remarks and References 

Due to a bug in the test harness, the test cases R1_3130_TH_VTN_1 and R0_8130_TH_VTN are not executed 
normally. The test harness's createReport dtstart time is not set correctly. The test harness has set the 
createReport dtstart to the current time, but in the corresponding test case it is expected that five data intervals 
will be returned, so a problem arises. 
 
Log files for the executed test cases are provided in the electronic format. 
 
List of all executed tests with links to the log files is located in the “logfile.html” which could be opened in any web-
browser (Internet Explorer is recommended).  
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6 Photos 

 

Photo 1: FW Version 

 

Photo 2: Test Sample  
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Photo 3: Test Setup 
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